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PIPE COUPLING —
PIPE NIPPLE
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(1) MEG-A-LUG FITTINGS /1\ ‘ Py e

CUTTING TEE INTO EXISTING LINE

TRANSITION COUPLING
(ROMAC COUPLING) DR APPROVED EQUAL PIPE
STEEL PIPE 5 /
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CONNECTING UNLIKE PIPE MATERIALS
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EXISTING UNE\
NOTE

® ALL TAP SADDLES OVER 4°
SHALL BE 2 PIECE STAINLESS STEEL A
CAPABLE OF FITTING A/C, DI OR PVC FIPEA A

FLANGED X M.J. VALVE
TAPPING VALVE

REV. DATE /—NE\\' PIFE TO BE DETERMINED BY CITY ENGINEER. A
AN\ | 11/6/90 VIO

A | 3/1/96

A | 1/31/97 WET TAP TO EXISTING LINE

A | 2/1/05

A\ 112/02/05

CITY OF
AZTEC

WATER LINE
CONNECTION DETAILS

STANDARD No. D—-201 SHEET 1 QF 1

CONSTRUCTION
STANDARDS
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