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SEE D — 401
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ADJUSTABLE C.l. BOX INSTALLATION i
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B" X B" X B” TEE 1/4 CU. YD.
NOTES: 3/8" GRAVEL
MEG—A—LUG WEDGE ACTION ==
JOINT RESTRAINT, SERIES — 1100 NOTE:
FOR CAST IRON OR DUCTILE,
SERIES — 1100 PV FOR CAST IRON KEEP CONCRETE THRUST
SIZE PVC 4 REQ. BLOCK CLEAR OF DRAIN
HOLES.
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A\ 42" s0.
CONC. BLK CONCRETE SLAB

CONC. BLK

& 24" MIN.

NOTE:

1.} MINIMUM DIRECT DISTANCE FIRE HYDRANT
TO GATE VALVE SHALL BE B'-0".

2.} ALL JOINTS SHALL BE MEGA—LUGS.

3.} LUBRICATE HYDRANT NOZZLE THREADS
WITH NON-—-TOXIC GREASE.

&4.) FIRE HYDRANTS JOINTS NOT FLANGED
REQUIRE MEGALUGED, OR APPROVED EQUAL.
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TOP VIEW

STREET/BUILDING SIDE
MUST REMAIN OPEN AND CLEAR
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